
Fiberli - PSL Elektronik

LUMINAIRE PHOTOMETRIC TEST REPORT

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA
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DATA OF LAMP PHOTOMETRIC DATA

MODEL

NOMINAL POWER(W)

RATED VOLTAGE(V)

NOMINAL FLUX(lm)

LAMPS QUANTITY

TEST VOLTAGE(V)

Imax(cd)

EFFICIENCY(%)

TOTAL FLUX(lm)

EFFICIENCY(lm/W)

  up(%)

  down(%)

ηηηη

ηηηη

S/MH(C0/180)

S/MH(C90/270)

  UP(C0-180)

  DN(C0-180)

  UP(C180-360)

  DN(C180-360)

ηηηη

ηηηη

ηηηη

ηηηη

CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20

2

220

117.4

1

220.6

342.7

100.0

117.43

SEMI-D.

12.4

87.6

0.27

0.35

Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600 Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)
Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014 Remarks:Remarks:Remarks:Remarks: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20
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Fiberli - PSL Elektronik

AVERAGE AND CENTER E Figure

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA

1.50m1.50m1.50m1.50m
48.38cm48.38cm48.38cm48.38cm98.11lx98.11lx98.11lx98.11lx 150.47lx150.47lx150.47lx150.47lx

2.00m2.00m2.00m2.00m
64.51cm64.51cm64.51cm64.51cm55.19lx55.19lx55.19lx55.19lx 84.64lx84.64lx84.64lx84.64lx

4.00m4.00m4.00m4.00m
129.01cm129.01cm129.01cm129.01cm13.80lx13.80lx13.80lx13.80lx 21.16lx21.16lx21.16lx21.16lx

4.50m4.50m4.50m4.50m
145.14cm145.14cm145.14cm145.14cm10.90lx10.90lx10.90lx10.90lx 16.72lx16.72lx16.72lx16.72lx

6.00m6.00m6.00m6.00m
193.52cm193.52cm193.52cm193.52cm6.13lx6.13lx6.13lx6.13lx 9.40lx9.40lx9.40lx9.40lx

HeightHeightHeightHeight AVR EAVR EAVR EAVR E CENTER ECENTER ECENTER ECENTER E DiameterDiameterDiameterDiameter

Angle:18.3degAngle:18.3degAngle:18.3degAngle:18.3deg

Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600 Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)
Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014 Remarks:Remarks:Remarks:Remarks: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20
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Fiberli - PSL Elektronik

ZONAL FLUX DIAGRAM

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA

 γ γ γ γ

  5.0  5.0  5.0  5.0   0-  5  0-  5  0-  5  0-  5

 10.0 10.0 10.0 10.0   5- 10  5- 10  5- 10  5- 10

 15.0 15.0 15.0 15.0  10- 15 10- 15 10- 15 10- 15

 20.0 20.0 20.0 20.0  15- 20 15- 20 15- 20 15- 20

 25.0 25.0 25.0 25.0  20- 25 20- 25 20- 25 20- 25

 30.0 30.0 30.0 30.0  25- 30 25- 30 25- 30 25- 30

 35.0 35.0 35.0 35.0  30- 35 30- 35 30- 35 30- 35

 40.0 40.0 40.0 40.0  35- 40 35- 40 35- 40 35- 40

 45.0 45.0 45.0 45.0  40- 45 40- 45 40- 45 40- 45

 50.0 50.0 50.0 50.0  45- 50 45- 50 45- 50 45- 50

 55.0 55.0 55.0 55.0  50- 55 50- 55 50- 55 50- 55

 60.0 60.0 60.0 60.0  55- 60 55- 60 55- 60 55- 60

 65.0 65.0 65.0 65.0  60- 65 60- 65 60- 65 60- 65

 70.0 70.0 70.0 70.0  65- 70 65- 70 65- 70 65- 70

 75.0 75.0 75.0 75.0  70- 75 70- 75 70- 75 70- 75

 80.0 80.0 80.0 80.0  75- 80 75- 80 75- 80 75- 80

 85.0 85.0 85.0 85.0  80- 85 80- 85 80- 85 80- 85

 90.0 90.0 90.0 90.0  85- 90 85- 90 85- 90 85- 90

 95.0 95.0 95.0 95.0  90- 95 90- 95 90- 95 90- 95

100.0100.0100.0100.0  95-100 95-100 95-100 95-100

105.0105.0105.0105.0 100-105100-105100-105100-105

110.0110.0110.0110.0 105-110105-110105-110105-110

115.0115.0115.0115.0 110-115110-115110-115110-115

120.0120.0120.0120.0 115-120115-120115-120115-120

125.0125.0125.0125.0 120-125120-125120-125120-125

130.0130.0130.0130.0 125-130125-130125-130125-130

135.0135.0135.0135.0 130-135130-135130-135130-135

140.0140.0140.0140.0 135-140135-140135-140135-140

145.0145.0145.0145.0 140-145140-145140-145140-145

150.0150.0150.0150.0 145-150145-150145-150145-150

155.0155.0155.0155.0 150-155150-155150-155150-155

160.0160.0160.0160.0 155-160155-160155-160155-160

165.0165.0165.0165.0 160-165160-165160-165160-165

170.0170.0170.0170.0 165-170165-170165-170165-170

175.0175.0175.0175.0 170-175170-175170-175170-175

180.0180.0180.0180.0 175-180175-180175-180175-180

C0C0C0C0 C45C45C45C45 C90C90C90C90 C135C135C135C135 C180C180C180C180 C225C225C225C225 C270C270C270C270 C315C315C315C315   zone  zone  zone  zone   total  total  total  total  γ  γ  γ  γ ΦΦΦΦ ΦΦΦΦ

DEGDEGDEGDEG LUMINOUS INTENSITY:cdLUMINOUS INTENSITY:cdLUMINOUS INTENSITY:cdLUMINOUS INTENSITY:cd UNIT:lmUNIT:lmUNIT:lmUNIT:lm

229.3229.3229.3229.3 225.3225.3225.3225.3 256.1256.1256.1256.1 296.0296.0296.0296.0 273.8273.8273.8273.8 246.2246.2246.2246.2 220.0220.0220.0220.0 207.2207.2207.2207.2 6.4256.4256.4256.425 6.4256.4256.4256.425

143.1143.1143.1143.1 154.4154.4154.4154.4 169.9169.9169.9169.9 179.9179.9179.9179.9 174.3174.3174.3174.3 170.0170.0170.0170.0 150.4150.4150.4150.4 135.8135.8135.8135.8 13.3213.3213.3213.32 19.7519.7519.7519.75

95.2995.2995.2995.29 97.8497.8497.8497.84 109.2109.2109.2109.2 118.8118.8118.8118.8 117.0117.0117.0117.0 114.2114.2114.2114.2 103.9103.9103.9103.9 92.8392.8392.8392.83 14.7514.7514.7514.75 34.5034.5034.5034.50

66.6966.6966.6966.69 65.2365.2365.2365.23 75.6175.6175.6175.61 83.9083.9083.9083.90 81.2681.2681.2681.26 84.4584.4584.4584.45 71.6171.6171.6171.61 61.5861.5861.5861.58 14.0214.0214.0214.02 48.5248.5248.5248.52

42.4542.4542.4542.45 43.1843.1843.1843.18 49.8349.8349.8349.83 56.3056.3056.3056.30 51.7451.7451.7451.74 52.0252.0252.0252.02 43.5443.5443.5443.54 37.9037.9037.9037.90 11.9611.9611.9611.96 60.4960.4960.4960.49

25.7825.7825.7825.78 23.9623.9623.9623.96 29.4229.4229.4229.42 31.3431.3431.3431.34 29.4229.4229.4229.42 31.1531.1531.1531.15 24.4124.4124.4124.41 22.4122.4122.4122.41 8.6058.6058.6058.605 69.1069.1069.1069.10

16.1216.1216.1216.12 15.1215.1215.1215.12 18.1318.1318.1318.13 18.1318.1318.1318.13 17.5817.5817.5817.58 19.3119.3119.3119.31 15.3015.3015.3015.30 15.0315.0315.0315.03 6.0026.0026.0026.002 75.1075.1075.1075.10

11.6611.6611.6611.66 10.3810.3810.3810.38 13.1113.1113.1113.11 12.2912.2912.2912.29 11.7511.7511.7511.75 13.3013.3013.3013.30 10.6510.6510.6510.65 10.9310.9310.9310.93 4.5334.5334.5334.533 79.6379.6379.6379.63

9.2929.2929.2929.292 8.0178.0178.0178.017 9.8399.8399.8399.839 8.8378.8378.8378.837 8.5648.5648.5648.564 9.9309.9309.9309.930 8.0178.0178.0178.017 8.7468.7468.7468.746 3.6793.6793.6793.679 83.3183.3183.3183.31

7.4707.4707.4707.470 6.4686.4686.4686.468 7.8357.8357.8357.835 7.1067.1067.1067.106 6.8336.8336.8336.833 8.0178.0178.0178.017 6.5596.5596.5596.559 7.1977.1977.1977.197 3.1693.1693.1693.169 86.4886.4886.4886.48

6.2866.2866.2866.286 5.1935.1935.1935.193 6.4686.4686.4686.468 5.8305.8305.8305.830 5.6485.6485.6485.648 6.7416.7416.7416.741 5.4665.4665.4665.466 6.1046.1046.1046.104 2.7892.7892.7892.789 89.2789.2789.2789.27

5.3755.3755.3755.375 4.3734.3734.3734.373 5.5575.5575.5575.557 4.9194.9194.9194.919 5.0105.0105.0105.010 5.8305.8305.8305.830 4.8284.8284.8284.828 5.3755.3755.3755.375 2.5172.5172.5172.517 91.7991.7991.7991.79

4.7374.7374.7374.737 3.8263.8263.8263.826 4.8284.8284.8284.828 4.1904.1904.1904.190 4.2824.2824.2824.282 5.1015.1015.1015.101 4.0994.0994.0994.099 4.6464.6464.6464.646 2.2982.2982.2982.298 94.0994.0994.0994.09

4.3734.3734.3734.373 3.5533.5533.5533.553 4.5554.5554.5554.555 3.8263.8263.8263.826 3.8263.8263.8263.826 4.5554.5554.5554.555 3.6443.6443.6443.644 4.2824.2824.2824.282 2.1392.1392.1392.139 96.2396.2396.2396.23

3.9173.9173.9173.917 3.1883.1883.1883.188 4.0994.0994.0994.099 3.6443.6443.6443.644 3.5533.5533.5533.553 4.0994.0994.0994.099 3.2793.2793.2793.279 3.7353.7353.7353.735 2.0252.0252.0252.025 98.2598.2598.2598.25

3.1883.1883.1883.188 2.3682.3682.3682.368 3.1883.1883.1883.188 3.0973.0973.0973.097 3.0973.0973.0973.097 3.6443.6443.6443.644 2.9152.9152.9152.915 3.1883.1883.1883.188 1.7901.7901.7901.790 100.0100.0100.0100.0

2.7332.7332.7332.733 2.0952.0952.0952.095 2.7332.7332.7332.733 2.4592.4592.4592.459 2.6422.6422.6422.642 3.1883.1883.1883.188 2.4592.4592.4592.459 2.7332.7332.7332.733 1.5161.5161.5161.516 101.5101.5101.5101.5

2.6422.6422.6422.642 2.1862.1862.1862.186 2.5502.5502.5502.550 2.1862.1862.1862.186 2.1862.1862.1862.186 2.7332.7332.7332.733 2.0952.0952.0952.095 2.7332.7332.7332.733 1.3471.3471.3471.347 102.9102.9102.9102.9

2.5502.5502.5502.550 2.1862.1862.1862.186 2.5502.5502.5502.550 2.3682.3682.3682.368 2.1862.1862.1862.186 2.5502.5502.5502.550 2.0952.0952.0952.095 3.0973.0973.0973.097 1.3101.3101.3101.310 104.2104.2104.2104.2

2.4592.4592.4592.459 2.1862.1862.1862.186 2.4592.4592.4592.459 2.1862.1862.1862.186 2.0952.0952.0952.095 2.5502.5502.5502.550 2.0952.0952.0952.095 2.5502.5502.5502.550 1.2721.2721.2721.272 105.4105.4105.4105.4

2.4592.4592.4592.459 2.1862.1862.1862.186 2.4592.4592.4592.459 2.0952.0952.0952.095 2.1862.1862.1862.186 2.4592.4592.4592.459 2.0952.0952.0952.095 2.5502.5502.5502.550 1.2381.2381.2381.238 106.7106.7106.7106.7

2.4592.4592.4592.459 2.1862.1862.1862.186 2.4592.4592.4592.459 2.0952.0952.0952.095 2.0952.0952.0952.095 2.4592.4592.4592.459 2.0952.0952.0952.095 2.4592.4592.4592.459 1.1961.1961.1961.196 107.9107.9107.9107.9

2.3682.3682.3682.368 2.0952.0952.0952.095 2.3682.3682.3682.368 2.0952.0952.0952.095 2.1862.1862.1862.186 2.4592.4592.4592.459 2.0952.0952.0952.095 2.3682.3682.3682.368 1.1501.1501.1501.150 109.0109.0109.0109.0

2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 2.0952.0952.0952.095 2.1862.1862.1862.186 2.3682.3682.3682.368 2.0952.0952.0952.095 2.3682.3682.3682.368 1.0991.0991.0991.099 110.1110.1110.1110.1

2.3682.3682.3682.368 2.0952.0952.0952.095 2.3682.3682.3682.368 2.0952.0952.0952.095 2.1862.1862.1862.186 2.3682.3682.3682.368 2.0952.0952.0952.095 2.3682.3682.3682.368 1.0391.0391.0391.039 111.2111.2111.2111.2

2.3682.3682.3682.368 2.0952.0952.0952.095 2.2772.2772.2772.277 2.1862.1862.1862.186 2.1862.1862.1862.186 2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 0.9790.9790.9790.979 112.1112.1112.1112.1

2.3682.3682.3682.368 2.1862.1862.1862.186 2.2772.2772.2772.277 2.1862.1862.1862.186 2.1862.1862.1862.186 2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 0.9110.9110.9110.911 113.1113.1113.1113.1

2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 2.1862.1862.1862.186 2.2772.2772.2772.277 2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 0.8390.8390.8390.839 113.9113.9113.9113.9

2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 2.1862.1862.1862.186 2.2772.2772.2772.277 2.3682.3682.3682.368 2.1862.1862.1862.186 2.3682.3682.3682.368 0.7610.7610.7610.761 114.7114.7114.7114.7

2.3682.3682.3682.368 2.2772.2772.2772.277 2.3682.3682.3682.368 2.2772.2772.2772.277 2.3682.3682.3682.368 2.3682.3682.3682.368 2.2772.2772.2772.277 2.3682.3682.3682.368 0.6800.6800.6800.680 115.3115.3115.3115.3

2.4592.4592.4592.459 2.3682.3682.3682.368 2.4592.4592.4592.459 2.2772.2772.2772.277 2.3682.3682.3682.368 2.3682.3682.3682.368 2.2772.2772.2772.277 2.4592.4592.4592.459 0.5950.5950.5950.595 115.9115.9115.9115.9

2.5502.5502.5502.550 2.4592.4592.4592.459 2.4592.4592.4592.459 2.3682.3682.3682.368 2.4592.4592.4592.459 2.4592.4592.4592.459 2.3682.3682.3682.368 2.4592.4592.4592.459 0.5060.5060.5060.506 116.4116.4116.4116.4

2.5502.5502.5502.550 2.4592.4592.4592.459 2.4592.4592.4592.459 2.4592.4592.4592.459 2.5502.5502.5502.550 2.4592.4592.4592.459 2.4592.4592.4592.459 2.5502.5502.5502.550 0.4070.4070.4070.407 116.8116.8116.8116.8

2.5502.5502.5502.550 2.4592.4592.4592.459 2.5502.5502.5502.550 2.4592.4592.4592.459 2.5502.5502.5502.550 2.5502.5502.5502.550 2.4592.4592.4592.459 2.5502.5502.5502.550 0.2970.2970.2970.297 117.1117.1117.1117.1

2.5502.5502.5502.550 2.4592.4592.4592.459 2.5502.5502.5502.550 2.4592.4592.4592.459 2.6422.6422.6422.642 2.5502.5502.5502.550 2.4592.4592.4592.459 2.4592.4592.4592.459 0.1800.1800.1800.180 117.3117.3117.3117.3

2.5502.5502.5502.550 2.4592.4592.4592.459 2.5502.5502.5502.550 2.4592.4592.4592.459 2.6422.6422.6422.642 2.4592.4592.4592.459 2.4592.4592.4592.459 2.5502.5502.5502.550 0.0600.0600.0600.060 117.4117.4117.4117.4

Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600 Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)
Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014Test Date:03-05-2014 Remarks:Remarks:Remarks:Remarks: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20

Page 3 Of 7Page 3 Of 7Page 3 Of 7Page 3 Of 7



Fiberli - PSL Elektronik

ISOCANDELA DIAGRAM

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA
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Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600 Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)
Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
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Fiberli - PSL Elektronik

ISOLUX DIAGRAM

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA

C0 PLANE ISOLUX DIAGRAM (UNIT:lx)
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Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600Test System:LSG-1600 Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)Test Set: 2.0deg/s  C-Gamma (TYPE C)
Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
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Fiberli - PSL Elektronik

LUMINOUS DISTRIBUTION INTENSITY DATA

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA

  (DEG)γ

C(DEG)

UNIT: cd

0

0.0 339

5.0 229

10.0 143

15.0 95.2

20.0 66.6

25.0 42.4

30.0 25.7

35.0 16.1

40.0 11.6

45.0 9.29

50.0 7.47

55.0 6.28

60.0 5.37

65.0 4.73

70.0 4.37
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3.55
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195

128

88.7
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2.18
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Fiberli - PSL Elektronik

LUMINOUS DISTRIBUTION INTENSITY DATA

Report number: 0000325

NAME: CD500 Z501 NW 25D 1.3W 220VAC 50HZ IP20TYPE:CROMA DOWN WEIGHT:

SPECIFICATION:CROMA DOWN 500 DIMENSION: Ø47 SERIAL No.:25540140

MANUFACTURER: Fiberli Address:PSL ELEKTRONĐK ANTALYA

  (DEG)γ

C(DEG)

UNIT: cd

225

0.0 335

5.0 246

10.0 170

15.0 114

20.0 84.4

25.0 52.0

30.0 31.1

35.0 19.3

40.0 13.3

45.0 9.93

50.0 8.01

55.0 6.74

60.0 5.83

65.0 5.10

70.0 4.55

75.0 4.09

80.0 3.64

85.0 3.18

90.0 2.73

95.0 2.55

100.0 2.55

105.0 2.45

110.0 2.45

115.0 2.45

120.0 2.36

125.0 2.36

130.0 2.36

135.0 2.36
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160.0 2.45
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170.0 2.55

175.0 2.55

180.0 2.45
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2.18
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Temperature:20DEGTemperature:20DEGTemperature:20DEGTemperature:20DEG Humidity:63%Humidity:63%Humidity:63%Humidity:63%

Test Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mTest Distance:9.545 mOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARAOperators:FATMA KARA
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